Abstract: An improved heating system integrated with waste pressure utilization (WPU) for combined heat and power (CHP) cogeneration was proposed. The new heating system efficiently utilized the excess pressure of the extraction heating steam to drive the WPU turbine and generator for producing electricity, achieving higher energy efficiency and lower fuel consumption of the CHP unit. The results of the detailed thermodynamic analysis showed that applying the proposed concept in a typical 300 MW coal-fired CHP unit could reduce the standard coal consumption rate by 9.84 g/(kW·h), with a thermal efficiency improvement of 1.97% (absolute value). Compared to that of the original heating process, the energy efficiency of the proposed process decreased by 0.55% (absolute value), but its exergy efficiency increased dramatically by 17.97% (absolute value), which meant that the proposed configuration could make better use of the steam energy and contribute to the better performance of the CHP unit. As the unit generation load and supply and return-water temperatures declined and the unit heating load rose, the WPU system would generate more electricity and its energy-saving benefit would be enhanced. This work provides a promising approach to further advance the CHP technology and district heating systems.
Introduction
Combined heat and power (CHP) as a cogeneration system can produce power and heat at the same time, which has the advantages of energy cascade utilization, significant flexibility, and high efficiency [1] [2] [3] [4] . CHP is an important approach to reduce the primary energy demand from fossil fuels and cut down CO 2 emissions [5] [6] [7] [8] . Thus, the CHP technology has been widely used all around the world [9] [10] [11] . In China, the capacity of installed CHP units has reached 300 million kilowatt since 2016, accounting for about 30% of the total thermal power capacity [12] . The overall efficiency of CHP is from 60% to 80%, which is much higher than the 40% average efficiency of typical coal-burning power plants [13, 14] . However, there is still huge energy-saving potential in CHP units, such as the waste, heat, and pressure of the heating systems, which can possibly be utilized by process optimization. It is essential to recover the waste energy of CHP and promote its energy efficiency.
In a regular CHP unit, the steam is extracted from the communication pipe between the intermediate-pressure cylinder and low-pressure cylinder of the steam turbine, heating the supply-water of the first-class thermal network. Generally, the pressure of the extraction steam is 0.3-0.5 MPa (the corresponding saturation temperature is 133.53-151.84 • C), and the designed supply-water temperature is 120-130 • C [15] . But because of climate change and energy-efficient building technologies, the actual supply-water temperature has decreased to approximately
Concept Proposal
In order to take advantage of the waste energy of the extracted heating steam from the intermediate-pressure cylinder, a new heating concept with a WPU system was put forward, as depicted in Figure 1 . First, the extraction steam (0.3-0.5 MPa) expands to do work in the WPU turbine and its pressure will decline to about 0.1 MPa or less. Then, the WPU turbine drives the WPU generator and the extra pressure of the extraction steam will be converted into electricity. The generated electricity of the WPU system can be used by the pumps, fans, and so on in the CHP unit as auxiliary power, or it can be delivered to the power consumers by the power grids connected with the CHP unit. The waste pressure of the extraction steam can be effectively employed in the proposed system with energy cascade utilization, enhancing the overall performance of the CHP unit and resulting in a lot of economic benefits. As the minimum heating steam pressure that is needed by the supply-water heater changes with the supply-water temperature, the exhaust pressure of the WPU turbine can adjust to the requested steam pressure for heating, keeping the heating system running efficiently. 
Reference CHP Unit
A 300 MW coal-burning CHP unit in the northwest of China was selected as a reference case in this study. The heating season of this CHP unit is from October to April of the next year. As shown in Figure 2 , the steam turbine is a single-reheating, double-exhausting, and direct air-cooling condensing turbine, which is associated with a subcritical circulating fluidized bed boiler. The regenerative system is constructed of three high-pressure heaters, three low-pressure heaters, and one deaerator. The steam is extracted from the intermediate-pressure cylinder to heat the supply-water in the supply-water heater. The pressure of the exhaust steam from the intermediate-pressure cylinder is maintained above 0.4 MPa by the throttling valve, to ensure the safety of the last stage blades of the intermediate-pressure cylinder.
The main parameters of the case CHP unit are presented in Table 1 . The designed supply and return-water temperatures were 130 °C and 70 °C, respectively. However, with the climate warming and the application of building energy-saving technologies, the supply and return-water temperatures have fallen in recent years. According to the operation data of the CHP unit during the heating season from October 2016 to April 2017, the average supply and return-water temperatures and the unit heating load in different months are summarized in Figure 3 . These data suggest that the supply-water temperature is positively correlated to the return-water temperature and that they change with the season synchronously. The difference between the supply and return-water temperatures rises when the supply-water temperature increases. The supply and return-water temperatures also have a positive relationship with the heating load of the CHP unit. When the weather gets cold, the unit heating load is high, and the peak mean supply and return-water temperatures are 95 °C and 50 °C. However during the warm months, the unit heating load becomes relatively low and the minimum average supply and return-water temperatures are only 65 °C and 40 °C, respectively. 
The main parameters of the case CHP unit are presented in Table 1 . The designed supply and return-water temperatures were 130 • C and 70 • C, respectively. However, with the climate warming and the application of building energy-saving technologies, the supply and return-water temperatures have fallen in recent years. According to the operation data of the CHP unit during the heating season from October 2016 to April 2017, the average supply and return-water temperatures and the unit heating load in different months are summarized in Figure 3 . These data suggest that the supply-water temperature is positively correlated to the return-water temperature and that they change with the season synchronously. The difference between the supply and return-water temperatures rises when the supply-water temperature increases. The supply and return-water temperatures also have a positive relationship with the heating load of the CHP unit. When the weather gets cold, the unit heating load is high, and the peak mean supply and return-water temperatures are 95 • C and 50 • C. However during the warm months, the unit heating load becomes relatively low and the minimum average supply and return-water temperatures are only 65 • C and 40 • C, respectively. According to engineering experience, the terminal temperature difference of the supply-water heater (the terminal temperature difference is equal to the saturation temperature minus the supply-water temperature) is usually about 10 °C or higher, which can ensure the economic operation of the heater [30] . As the supply-water temperature declines, the required heating steam pressure (saturation pressure) becomes smaller, and the theoretical lowest steam pressures that were needed by the heater corresponding to different supply-water temperatures were calculated, as displayed in Table 2 . The pressure loss in the practical heating process was more than 0.28 MPa, which is a great waste of energy. Based on the second law of thermodynamics, there is also a lot of exergy loss owing to the distinct steam pressure decay, leading to low energy utilization efficiency. The proposed design with WPU can be applied in this CHP unit to recover the waste energy and to promote the thermal performance of the unit. The thermodynamic characteristic of the improved CHP unit was analyzed in this paper, and was compared with the original unit. 
Thermodynamic Analysis

Energy Evaluation Method
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Thermodynamic Analysis
Energy Evaluation Method
The thermal performance of the CHP unit without or with the proposed concept were analyzed by the heat distribution method [31] , as follows.
The total heat consumption of the CHP unit is Q tp (MW).
where m 0 is the flow rate of the main steam, t/h m rh is the flow rate of the reheated steam, t/h; h 0 is the enthalpy of the main steam, kJ/kg; h fw is the enthalpy of the feed-water; kJ/kg; h rh,0 is the enthalpy of the reheated steam, kJ/kg; h rh,c is the enthalpy of the reheated steam in the cold section, kJ/kg; η b is the boiler efficiency, which was chosen to be 0.91; and η p is the pipe thermal efficiency, which was chosen to be 0.99. The heat consumption for the heating of the CHP unit is Q tp(h) (MW).
where m h is the flow rate of the extraction steam for heating from the intermediate-pressure cylinder, t/h; h h is the enthalpy of the extraction steam for heating, kJ/kg; and h h is the enthalpy of the condensate of the extraction steam after heating, kJ/kg. The heat consumption for the power generation of the CHP unit is Q tp(e) (MW).
The power generation thermal efficiency of the CHP unit is η tp(e) .
where P e is the generation power of the unit, MW. The power generation thermal efficiency improvement (absolute value) that is caused by the proposed concept is ∆η tp(e) .
∆η tp(e) = η tp(e)−new − η tp(e)−old (5) where η tp(e)−new is the power generation thermal efficiency of the new unit with the proposed design; η tp(e)−old is the power generation thermal efficiency of the original unit without the proposed design. The power generation standard coal consumption rate of the CHP unit is b s tp(e) (g/(kW·h)).
The power generation standard coal consumption rate reduction (absolute value) because of the proposed concept is ∆b s tp(e) (g/(kW·h)). The energy efficiency of the heating process is η en , which is defined as the ratio of the effectively used energy to the total energy that has been consumed by the heating system.
where ∆Q is the energy loss of the heating is process, MW; Q in is the inlet energy of the heating process, MW; and Q out is the outlet energy of the heating process, MW. The exergy efficiency of the heating process is η ex , which considers the different grades of energy flows based on the second law of thermodynamics, was also adopted here to assess the performance of the heating system.
where ∆E the exergy loss of the heating is process MW; E in is the inlet exergy of the heating process, MW; and E out is the outlet exergy of the heating process, MW.
Simulation Model
The off-design operation parameters of the original and improved CHP units were calculated on the software EBSILON (STEAG Energy Services, Essen, Germany), which employs a matrix solution method, requiring the linearization of all dependencies. To consider the influences resulting from non-linearities, a Newton iteration was performed afterwards. If the deviation from the previous iteration step was smaller than the specified precision value (usually chosen as 10 −7 ) for all of the matrix cells, the iteration would stop. Figure 4 shows the simulation model of the unit without or with the WPU design, which was built on the basis of mass balance and energy balance. The two units were simulated under different conditions and the corresponding thermal performances were evaluated.
To verify the availability and accuracy of the EBSILON simulation model, the total generation power of the original CHP unit was calculated under the operating conditions of turbine heat acceptance (THA), as well as 75% THA, 50% THA, 40% THA, and 30% THA.
The relative error of the calculated unit generation power is defined as follows:
where δ e is the relative error of the calculated unit generation is power, %; P e−p is the practical generation power of the original unit, MW; and P e−c is the calculated generation power of the original unit, MW. The calculation results were compared with the actual running data of this unit that were obtained from its formal performance test in 2015, which was taken by a professional institute, based on related testing standards of thermal power plants. The practical generation powers of different conditions in Table 3 are the average measured values during the performance test. Table 3 shows that the maximum relative error of the calculated results is merely 0.77%, which indicates that the simulation model is reliable and precise. 
Results and Discussion
Basic Analysis
Based on the simulation results that were achieved by software EBSILON under the rated heating condition, the thermal performances of the regular and proposed units were assessed and are summarized in Table 4 . The supply and return-water temperatures were set as 95 °C and 50 °C under the nominal condition. The isentropic efficiency of the WPU turbine and the power generation efficiency of the WPU generator were chosen as 0.75 and 0.92, respectively. The main steam flow rate remained constant for the original and improved units. The results implied that the power generation thermal efficiency of the unit had risen from 48.62% to 50.59%, because of the WPU design, which caused that the power generation standard coal consumption rate to decline by 9.84 g/(kW·h). Figure 5 suggests that the 5# stage extraction steam for the heating increased by 19.37 t/h, which resulted less steam doing work in the low-pressure cylinder, and the power output of the main generator dropped by 3.51 MW. However, the WPU system generated 13.64 MW electricity and the exhaust steam of the low-pressure cylinder fell by 19.10 t/h, which cut down the energy loss to the ambient in the condenser. Therefore, the total generation of power of the CHP unit was improved by 10.13 MW, which was owing to the proposed concept. If the improved unit operated under the rated condition all through the day, 59.04 tons of standard coal were saved and the corresponding economic benefit may have reached 519,600 Chinese Yuan (the price of standard coal was set as 880 Chinese Yuan per ton [32] ). To sum up, it was evident that the proposed WPU system 
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Sensitivity Analysis
To qualitatively discover the impacts of the main parameters (the unit generation load, the unit heating load, and the supply and return-water temperatures) on the proposed heating system, the performances of the original and improved units were comprehensively studied under different conditions. The isentropic efficiency of the WPU turbine and the generation efficiency of the WPU generator were regarded as constant, assuming that the efficiency of the WPU system was unchanged. Figure 10 shows the thermal performance variations of the original and proposed CHP units with the total unit generation load. As the unit generation load increased, the thermal efficiencies of the two units went down, and the standard coal consumption rates rose. At the same time, the standard coal that was saved by the WPU design per kilowatt-hour became less. It seemed that cutting down the unit generation load contributed to a higher thermal efficiency and a lower fuel consumption rate. The generation power of the WPU system was inversely proportional to the unit generation load, but it did not change much, even the unit generation load varied from 160 MW to 280 MW.
The influence of the unit heating load on the two CHP units is presented in Figure 11 . When the unit heating load went up, the thermal efficiencies increased and the thermal efficiency promotion owing to the proposed design got larger. Meanwhile, the standard coal consumption rates declined and the WPU configuration contributed to saving more fuel. The generation of power of the WPU system rose obviously with the increase of the unit heating load. One reason for this could have been that a lot more steam would have been extracted from the intermediate cylinder in order to heat the supply-water and do more work in the WPU system under a high heating load of the unit.
On the basis of the above analysis results, the energy-saving characteristic of the proposed WPU concept is summarized in Figure 9 . Because the improved heating system could take full advantage of the waste pressure, it would promote the overall efficiency of the CHP unit and bring great economic benefits.
The influence of the unit heating load on the two CHP units is presented in Figure 11 . When the unit heating load went up, the thermal efficiencies increased and the thermal efficiency promotion owing to the proposed design got larger. Meanwhile, the standard coal consumption rates declined and the WPU configuration contributed to saving more fuel. The generation of power of the WPU system rose obviously with the increase of the unit heating load. One reason for this could have been that a lot more steam would have been extracted from the intermediate cylinder in order to heat the supply-water and do more work in the WPU system under a high heating load of the unit. According to the supply and return-water temperatures in the different months of the heating season from October 2016 to April 2017 (Figure 3) , the relationships between the thermodynamic characteristics of the two units and the supply and return-water temperatures were investigated, as presented in Figure 12 . The power generation thermal efficiency and the standard coal consumption rate of the original unit were not affected by the supply and return-water temperatures, but the thermal efficiency of the improved unit had a negative correlation with the water temperatures, and the standard coal consumption rate of the improved unit was positively related to the water temperatures. The generation of power of the WPU system increased significantly with the decrease of the water temperatures, because much more excess pressure of the extraction steam could be utilized for electricity generation before heating the supply-water (the needed heating steam pressure declined with the drop of the supply-water temperature, as shown in Table 2 ). In summary, the lower the supply and return-water temperatures were, the more power the WPU system generated, and the less fuel the proposed unit would burn per kilowatt-hour. According to the supply and return-water temperatures in the different months of the heating season from October 2016 to April 2017 (Figure 3) , the relationships between the thermodynamic characteristics of the two units and the supply and return-water temperatures were investigated, as presented in Figure 12 . The power generation thermal efficiency and the standard coal consumption rate of the original unit were not affected by the supply and return-water temperatures, but the thermal efficiency of the improved unit had a negative correlation with the water temperatures, and the standard coal consumption rate of the improved unit was positively related to the water temperatures. The generation of power of the WPU system increased significantly with the decrease of the water temperatures, because much more excess pressure of the extraction steam could be utilized for electricity generation before heating the supply-water (the needed heating steam pressure declined with the drop of the supply-water temperature, as shown in Table 2 ). In summary, the lower the supply and return-water temperatures were, the more power the WPU system generated, and the less fuel the proposed unit would burn per kilowatt-hour. 
Conclusions
An improved heating system with WPU for CHP has been proposed. The quantitative analysis from the viewpoint of thermodynamics was comprehensively carried out on a 300 MW CHP unit, without and with the new concept. The results show that the improved configuration with WPU is productive and reliable, which is conducive to promoting the CHP unit efficiency, by making use of the extra pressure to generate electricity. The following conclusions are detailed as follows: 
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